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Harmonic currents in Army installation power systems
can cause voltage distortion, overheating of system
components, and load disruption. The U.S. Army Center
for Public Works also has periodically received reports of
unexplained nuisance circuit breaker tripping, which in
theory might be caused by harmonics. No industry-
standard literature is available on the behavior of circuit
breakers under harmonic loading conditions, however.

" The objective of this work was to test the effects of

harmonic ioading conditions on three common types of
low-voltage, molded-case circuit breakers used indoors
on Army installations: thermal-magnetic, magnetic-only,
and solid state.

This experiment detected no nuisance tripping with any of
the breakers tested. Additionally it was found that varying
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harmonic loading conditions did not affect manufacturer-
specified trip times for thermal-magnetic or solid state
circuit breakers. However, under moderate overload
conditions, the same experimental harmonic conditions
caused hazardous overheating and trip failure in the
magnetic-only circuit breakers.

Based on a review of related nonexperimental industry
literature on circuit breaker design and performance, the
authors postulate that inherent design characteristics
leave thermal-magnetic and solid state circuit breakers
unaffected by harmonics. The literature also suggests
that the construction of the instantaneous tripping
element in the magnetic-only breakers may account for
their overheating and trip failure in the experiment.
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1 Introduction

Background

Circuit breakers are used universally to provide overcurrent and overload protection
for Army installation electrical systems. They protect the electrical conductors and
equipment. Typically, on low-voltage general applications (i.e., below 600 volts),
molded-case circuit breakers are used to detect an overload or short circuit in the
power system. The loads are sometimes nonlinear, which can expose circuit breakers
to harmonic currents.

Power system harmonics are a growing problem on Army installations and elsewhere.
Harmonics can damage both user loads and the power network. Harmonic problems
can be accounted for by two industry trends:

. a dramatic increase in the use of nonlinear loads, such as static power converters
(rectifiers), switching power supplies, and other electronic loads

. power devices and load equipment manufactured with minimal design margins
as compared to the margins used only a few years ago.

Adjustable speed drives (ASDs) which are increasingly used on Army installations to
reduce electricity consumption for certain types of loads, are one example of necessary
equipment that create power system harmonics. Harmonics, regardless of their
source, can in turn interfere with critical loads such as computers and communications
equipment, which have a low design tolerance for harmonics. Service interruptions
and data loss can result.

Power system harmonics range from the 2nd harmonic and up. In most power systems
the magnitude of higher-order harmonics—especially those over 25th—is often too
small to be of concern. Considerable attention nevertheless has been focused on the
higher harmonic frequencies, which cause interference with communications and
telephone circuits. However, there is very little discussion in the literature about
lower-frequency harmonic bands, which can cause heating in electrical devices. No
studies have been conducted on the effect of power system harmonics on circuit
breakers, and there currently are no industry standards for the level of harmonic
currents that circuit breakers are required to interrupt or carry.
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The U.S. Army Center for Public Works (USACPW) periodically receives reports from
installation maintenance personnel about the nuisance tripping of circuit breakers.
In theory, harmonics are one possible cause of nuisance tripping. To compile baseline
data for installation electricians and power system designers at Army Engineer
Districts, USACPW tasked the U.S. Army Construction Engineering Research
Laboratories (USACERL) to study the effects of harmonics on circuit breakers.

Objective

The objective of this research was to conduct a laboratory test of circuit breakers
operating under nonlinear loading conditions and to document any findings that may
affect the installation or retrofit of circuit breakers operating under such conditions.

Approach

Technical information, test results, operating parameters, technical reports, and pub-
lications on circuit breakers by various manufacturers were obtained and examined.
A complete panelboard assembly was acquired. The assembly included a harmonics
source, plus main and branch circuit breakers working on three different operating
principles:

1. thermal-magnetic
2. magnetic
3.  solid state.

The panelboard and all breakers used in the experiment were made by a single
manufacturer, the GE Co. (General Electric), as discussed below under “Scope.”
Within each breaker design type, a variety of sizes were tested. Types and sizes were
selected to be representative of circuit breakers used for indoor facility applications on
Army installations (i.e., molded-case circuit breakers for low-voltage applications).

An experiment was designed to measure continuous current, current overload, volt-
ages, total current harmonic distortion, and temperature rise in the circuit breakers.
Measurements were taken on the circuit breakers and compared with pertinent manu-
facturer and industry specifications. The findings were then interpreted to offer
guidance to Army personnel responsible for maintaining, retrofitting, or designing

electrical systems.
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Scope

This research focused on differences in the types of circuit breakers tested without
respect to any specific manufacturer. All components were purchased from a single
manufacturer to eliminate any question of manufacturer-specific differences between
one type of breaker and another. GE Co. equipment was selected as the outcome of an
open bidding process, not for any design-specific attributes. Because design specifica-
tions for common circuit breakers are very similar among major manufacturers, the
reader cannot draw any valid conclusions pertaining to the brand of equipment used
in this research.

It is useful to repeat here for emphasis that all device designs, frame (physical) sizes,
and capacity ratings fall into the category of molded-case, low-voltage circuit breakers.

The results of this research were presented at the U.S. Army Corps of Engineers
Electrical and Mechanical Engineer Training Conference, St. Louis, MO, 5-9 June
1995. It is recommended that this information also be communicated to the field

Mode of Technology Transfer
\
| through USACPW’s Public Works Digest and a Public Works Technical Bulletin.
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2 Harmonics Overview and Management
Issues

Description of the Phenomenon

Harmonics may be defined as a sinusoidal component of a periodic wave having a
frequency that is an integral multiple of the fundamental frequency. For a 60 hertz
(Hz) power system, the 2nd harmonic is 120 Hz, the 3rd harmonic is 180 Hz, the 5th
harmonic is 300 Hz, and so on. To understand harmonics it is important to under-
stand the nature of “clean” power. A power source is considered clean when its current
and voltage waveforms are pure sine wave, as shown in Figure 1.

A sine wave is the plot over time of the sine of the angle (0) that a vector (M) rotating
at a uniform speed through a full revolution of 360° makes from a start or zero-degree
position. This waveform contains only one frequency component, whose period is the
time of one rotation (revolution) and whose maximum amplitude is M. The positive

PERIOD (SEC)

1 REVOLUTION

TIME

Figure 1. Sine wave.
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maximum occurs when 0 is 90° (sin 90°=1) and the negative maximum occurs when
0 is 270° (sin 270°=-1). Similarly, the amplitude is zero when 0 is 0° at the start, at
180° (at half-cycle) and at 360° (at the end of one cycle). Its period is the time it takes
for the vector M to complete one revolution. The frequency of this sinusoidal waveform
is 1 cycle per period. The frequency of electrical power in the United States is
maintained at 60 cycles per second (60 Hz). However, in real power systems, there is
always some distortion of voltage and current waveforms. As such, the waveforms are
not purely a sine wave. This deviation is equivalent to adding one or more other sine
waves of different frequency to the pure 60 Hz sine wave. The sine waves that distort
a power system are integral (whole-number) multiples of the fundamental power
frequency. These whole-number multiples are called “harmonics” of the fundamental.
The distortion caused by adding harmonics to the fundamental sine wave is
determined not only by the harmonics frequency, but also by their amplitude and
timing (phase relationship) to the fundamental. An example of 3rd harmonic distor-
tion is shown in Figure 2; in Figure 2a the 8rd harmonic is one-third the amplitude
and in phase with the fundamental, and in Figure 2b the 3rd harmonic is one-third the
amplitude and 180° out of phase with the fundamental.

FUNDAMENTAL /%
PURE :
SINEWAVE L.

1 1 V 1 ] I

1 1 |

: : : |

; ! i |

: I 1 |

3RD ! : : |

' i N\

HARMONIC ; /\; /\ !

I

HARMONICALLY !
DISTORTED !
SINEWAVE
213V
(A) (B)
3RD HARMONIC 3RD HARMONIC
“IN PHASE" “180° OUT OF PHASE"

Figure 2. Harmonic distortion and phase.
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The composite waveform in Figure 2a is relatively flat (square) compared to the
peaked waveform in Figure 2b. The difference between the two waveforms is due
solely to the phase of the 3rd harmonic. Both of the waveforms, however, contain the
same frequencies in the same amplitudes, and have the same root mean square (rms)
values. The composite waveform shown in Figure 2a is a sine wave whose peaks are
clipped by the 3rd (odd) harmonic. Clipping can occur at load saturation—when an
increase in voltage does not produce a proportional increase in current, for example.
Such nonlinear behavior distorts the current waveform by introduction of odd har-
monics, and explains why the many nonlinear loads present in today’s power systems
are sources of harmonics.

The total harmonic distortion (THD) is defined as the square root of the sum of the
squares of rms magnitude of all harmonic voltages or current divided by the square of
the amplitude of the fundamental voltage or current, expressed as a percentage. It can
be expressed as:

N
Vv 2

ng.‘z( ) X100 [Eq 1]
V.

|

THD-=

1

where V_ is the magnitude of harmonics present at harmonic n. THD is the geometric
sum of odd and even harmonics, and it is used to quantify the effect of the harmonics
on power system voltage or current. THD is a rough measure of how distorted the
waveform is (i.e., how much distortion there is in the measured waveform compared
to pure sine waveform).

Sources of Harmonics

An electrical load that does not draw current proportional to its applied voltage will
generate harmonic currents. There are many such loads within typical military,
commercial, and industrial installations. Some generate greater amounts and levels
of harmonics than others. Power systems containing nonlinear circuit elements carry
currents that are non-sinusoidal (not a pure sine wave) even when the applied voltage
is a pure sine wave. In other words, harmonics are generated by any load that draws
current which is not proportional to the applied voltage. Most loads are somewhat
nonlinear—especially electronic loads, which do not draw continuous current. These
loads can be switched on for only part of the cycle, creating considerable harmonic
distortion on the power system. Examples of nonlinear loads include:

. static power converters used to control the speed and torque of variable speed
motors
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. solid state frequency converters that step up 60 Hz to a higher frequency, such
as 8500 Hz required for induction heating

. uninterruptible power supplies (UPSs)

. controls for arc welders, furnaces, and ovens

] electronic ballasts and desktop computers.

An important source of harmonics on installations, as noted in Chapter 1, is the static
power converter, predominantly used in ASDs. The static power converter changes
electrical energy from one form to another by chopping the waveform and reassembling
it in a form unique for the required application. This change is made by using solid
state devices such as silicon-controlled rectifiers (SCRs) or diodes to periodically ener-
gize the conducting circuits of the converter.

ASDs are characterized as a nonlinear load, one in which the load current is not pro-
portional to the instantaneous voltage. The load current is not continuous. It can be
switched on for only part of the cycle, as in the inverter, or pulsed, as in the controlled
rectifier circuit of the ASD (Figures 3 and 4). ASDs generate harmonic currents.

—
___”*‘__

Diode-Capacitor Switching
input circuit power supply

Figure 3. Typical nonlinear load.

_ﬂU_ W

. ! 7 7 7
Vf\J L/\, 60Hz |AN\/\ 180Hz | AWV 300Hz | AW 420 Hz
-
=g
=

Dee Do Ow
—

Figure 4. Electrical equivalent of the nonlinear load in Figure 3.
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Measurement and Instrumentation

Proper tools are needed to diagnose harmonics problems. Measurements of current
and voltage harmonics are essential for the reliable distribution of electric energy. The
techniques used for harmonics measurement differ from those used for ordinary power
system measurement. The frequency bandwidth of the ordinary measurements of
voltage, current, and power can be accomplished with attention to a narrow band of
frequencies near the distribution frequency. Substantially wider bandwidths—up to
3 kHz—are required to study power system harmonics. The type of equipment used
varies with the complexity of measurements needed. To determine whether a har-
monics problem exists, measurement of the true-rms value and the instantaneous peak
value of the wave shape is required. For this, a true-rms clamp meter is needed. A
handheld digital multimeter that makes true-rms measurements and has a high-speed
(1 ms) peak hold cireuit also may be used.

“True-rms” refers to the root mean square, or equivalent heating value of a current or
voltage shape. The root mean square (rms) is obtained by squaring the waveform,
averaging over one period, and taking the square root of the result. “True” distin-
guishes the measurement from that taken by average-responding meters. Average
value is the average of the absolute value of the current or voltage over one period.
The vast majority of low-cost portable amperage (amp) clamp meters are average-
responding. These instrumeénts give correct readings for pure sine waves only, and will
typically read low when confronted with a distorted current waveform. The result is
a reading that can be up to 50 percent lower than the actual value. True-rms meters
give correct readings for any wave shape within the instrument’s crest factor and
bandwidth specifications. The crest factor of a waveform is the ratio of the peak value
to the rms value. Peak value is the value (i.e., voltage, current) at the peak of a
waveform. For a pure sine wave, the crest factor is equal to the square root of 2, or
1.414. A crest factor other than 1.414 indicates the presence of harmonics. The
relationship between peak, average, and rms values is important for measurement.
Meters that do not give true-rms readings will give incorrect readings when harmonics
are present. Therefore, true-rms meters are essential for measuring harmonics. In
typical single-phase cases, the greater the difference from 1.414, the higher the har-
monic content. For single-phase current harmonics, the typical crest factor is much
above 1.414. A single-phase current waveform is shown in Figure 5. Three-phase
current waveforms often exhibit the “double hump” waveform shown in Figure 6. For
voltage harmonics, the typical crest factor is below 1.414, i.e., a “flat top” waveform.

A true-rms meter will have a crest factor specification. This specification relates to the

level of peaking that can be measured without errors.
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A spectrum (harmonic) analyzer
equipped with appropriate measure-
ment capabilities can also be used to
measure harmonics. The spectrum
analyzer breaks down the voltage or
current waveform into all its con-
stituent frequency components and
displays them as amplitude versus
frequency. The spectrum analyzer
is the most convenient instrument
to use if a full harmonics analysis is
required. It automatically meas-
ures the amplitude and percentage
of each harmonic and calculates

THD.

Effects on System and Loads

The degree to which harmonics can
be tolerated is determined by the
susceptibility of the load (or power
source). The least susceptible type
of equipment is heating devices.
The most susceptible type is equip-
ment whose design assumes a nearly
perfect sinusoidal fundamental input.
As noted in Chapter 1, communica-
tions and computer equipment are
two common types in this category.
Falling between these two extremes
of susceptibility is the motor load.

A 5mV DC

B 1V OFF

Sms/DIV Trig: Al -1 DIV

SCOPE:

FREE CAPTURE MIN MAX
RECURRENT RUN 10EJDIV On A

TRIGGER
at 50%

Figure 5. Single-phase nonlinear load current waveform.

A SmV DC B 1V OFF
2ms/DIV SINGLE Trig: Al -1 DIV
bl | I |
\, - FANS
al /
— A
i
SCOPE:
FREE CAPTURE MIN MAX TRIGGER
RECURRENT RUN 10EBDIV On A at50%

Figure 6. Three-phase nonlinear load current waveform.

Most motor loads are relatively tolerant of harmonics.

The negative effects of nonlinear loads and their resultant harmonic currents can show
up in several areas of the power system, most commonly in transformers and neutral
conductors. Transformers, motors, and standby generators exposed to significant

levels of harmonic currents can suffer from serious increases in operating temperature.
Excessive current in the neutral conductors not only overheats the conductor—
potentially causing insulation damage—but can be reflected back into the three-phase
transformer winding as a circulating current, causing additional heat. Since phase-
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correction capacitors offer a lower-impedance path to a high-frequency current, they
will shunt additional current and generate additional heat. Capacitor failure can
result.

Harmonic effects generally can be divided into three categories: thermal stress due to
current flow; insulation stress due to voltage effects, and load disruption.

Thermal Stress

The presence of harmonic current increases copper losses, iron losses, and dielectric
losses. In general, the resistance of power apparatus increases with frequency. There-
fore, the resistance of the apparatus at higher harmonic frequencies is greater than
at the fundamental frequency. This variation is due to the “skin effect” inside the
conductor of the power apparatus. Harmonic currents cause greater copper losses in
the power equipment and loads. Iron losses occur through hysteresis and eddy current
loss. The total iron loss is a nonlinear function of frequency and magnetic flux density.
In particular, the eddy current losses are proportional to the square of the frequency.
In addition, some harmonics—notably the 5th—are negative sequence (i.e., backward
rotating) and can give rise to additional losses by inducing higher frequency currents
in machine rotors. Also, the high-order harmonics cause heating of power equipment
insulation due to voltage stress and corona, and thus increase losses of the insulation
system.

Insulation Stress

Insulation stress depends on instantaneous voltage and rate of voltage rise. The
presence of voltage harmonics can cause an increase of the voltage crest value, in-
creasing insulation stress. This increase is not of concern in most power system equip-
ment, but capacitor banks are very sensitive to overvoltages and should be protected
from overvoltages resulting from harmonics.

Load Disruption

Load disruption is defined as objectionable, abnormal operation or failure caused by
voltage distortion. Computers, communications systems, and many other electronic
loads are susceptible to load disruption because their normal operation depends on
having a pure sinusoidal voltage source.
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3 Experiment, Findings, and Discussion

The experiment was performed at the manufacturer’s rated supply frequency using a
GE (General Electric) model CCB panelboard. Main and branch circuit breakers were
individually loaded with a combination of controllable resistive and capacitive loads.
The assembled load was rich in harmonics (Figure 7). The circuit breakers were
monitored to determine the effects of the harmonics.

Circuit Breaker Selection

Technical characteristics of major circuit breakers under 600 volts (V) currently
available in the market are presented in Table 1. This technical information was
compiled from the major manufacturers (Westinghouse, GE, Square D Company). The
low-voltage circuit breakers, typically of molded case construction, are designed to

100 L.
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Percent of Fundamental

10

F 5 10 15 20 25 30 35 40
Harmonics Number

Total Harmonic Distortion = 123.3% 3rd: 88.7% Phase: 192 degrees
0dd Contribution =123.3% 5th: 68.5% Phase: 81 degrees
Even Contribution = 0.7% 7th: 44.7% Phase: 331 degrees

oth: _23.2% Phase: 228 dedrees:
Figure 7. Current harmonics for the test set.
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sense and trip on rms current. Solid state circuit breakers are designed for true-rms
sensing. Their ampere rating ranges from 15 A to 1200 A. The low-amperage
breakers are available in single-pole configuration; the high-amperage breakers are
available in 3-pole configuration. The UL (Underwriters Laboratories) listed short
circuit interrupting ratings (in rms symmetrical amps [A]) range from 10 kA to 200 kA
for alternating current (ac) and 10 kA to 20 kA for direct current (dc). The rms
symmetrical amps are defined as the envelope of wave peaks that are equal in
magnitude (symmetrical) around the zero axis (i.e., the positive half and negative half
of the waves are equal in magnitude).

To adequately test and gather enough data on circuit breaker behavior under
harmonic conditions, three common types of circuit breakers in various current ratings
were tested:

. Thermal-magnetic trip mechanisms. These were rated from 15 A to 50 A, and
are used for typical lighting and power loads in the commercial and residential
sectors.

. Magnetic-only trip mechanisms. These were rated at 15 A-2P to 50 A-3P’, and
generally are used for motor circuit protection in industrial and commercial
power loads.

4 Solid state trip mechanisms. These were rated at 150 A-3P and can sense true-
rms current under nonlinear loading conditions.

Experimental Apparatus and Loads

Experiments were performed on a General Electric type CCB panelboard, with 12
branch circuit breakers (see Figures 8 and 9). The circuit breakers were tested one at
a time and subjected to controllable loads with varying harmonic distortions
introduced. Loads equal to 100 percent, 200 percent, 300 percent, and 400 percent of
the circuit breaker continuous rms current rating were applied.

Due to the unavailability of a facility capable of handling all the current indicated at
full voltage, the applied voltage was stepped down from 208 V ac primary to 20 V ac
secondary. At the full voltage level of 208 V, the maximum available current that can
be tested at most testing laboratories is 30 A.

* 2P means 2-pole; 3P means 3-pole.
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Figure 8. Experimental apparatus.

Since breaker trip time depends on current magnitude, the desired effect of load and
harmonic current introduced on the circuit breaker was achieved. Multiple-pole circuit
breakers were tested with all of their poles connected in series.

The following categories of data were collected for each circuit breaker tested:

rms voltage

rms current

frequency

harmonic current levels

waveforms of both current and voltage
THD for voltage and current

® N o D

breaker trip time.

temperatures of the molded case under test conditions

A low-voltage single phase-rectifier type load with a capacitive input filter was used
as the nonlinear load, drawing narrow, discontinuous current pulses with a crest factor
of approximately 3 to 1. The test also included variable levels of harmonics. A
Dranetz 658 Power Quality Analyzer and a BMI 3060 Power Profiler were used to
measure harmonic currents through the attached current probes. Two Fluke 87
handheld multimeters were also used during the bypass through the relay while the
desired THD levels and current load were being adjusted.
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Figure 9. Schematic diagram of the nonlinear load and circuit breaker test setup.

Temperature Observations

The first circuit breaker tested was the 15 A-1P thermal-magnetic type. The tempera-
ture rise was found to vary from 1 °F through 12 °F before the opening or tripping of

the circuit breaker.

At higher current overloads and variable current THD, the

temperature rise ranged from 1 °F to 4 °F. The same observation was recorded for the
20 A-2P and the other thermal-magnetic and solid-state trip type circuit breakers. The
entire assembly was not mounted in a temperature-controlled environment; instead,

*op = (°C+17.78)x 1.8
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the circuit breakers and the bus bars were installed free-standing outside the panel-
board casing. Testing under simultaneous loads on all the circuit breakers could not
be performed, so the effect of ambient temperature inside an enclosure was not noted.
The temperature rise recorded for the thermal-magnetic and solid state breakers had

no significant effect on the tripping time, but did affect the operation of the magnetic-
only circuit breakers.

The temperature results for the various circuit breakers are shown in Tables 2 through
7. The temperature rise before tripping was not large for the thermal-magnetic and
solid-state types. However, the magnetic-only circuit breakers showed significant
temperature increases under harmonic loads.

The magnetic circuit breaker temperature rise was measured starting from the initial
temperature, identified as T, and continuously recorded for each circuit breaker as the
current overload was increased together with the variable current THD (T,). Under
prolonged exposure to harmonic currents, and the consequent rising temperature, the
30 A-3P magnetic-only circuit breaker failed to trip even at high current overload and
started to smoke at a recorded temperature of 236 °F. The other magnetic type circuit
breakers failed to trip with the introduction of variable current THD and the resulting
continuous high temperature. A Raytek Raynger PM 2EM temperature scanner was
used to measure temperature rise in the molded case circuit breakers.

Results
Thermal-magnetic and Solid-state Circuit Breakers

The measured trip time for both types of circuit breakers under harmonic conditions
and overload (see Tables 2 through 7) did not significantly differ from the
manufacturer’s test data for linear loads or the applicable National Electrical Manu-
facturers Association (NEMA) standard for linear loads (see Table 8 for the latter).
Under overload conditions, regardless of the harmonics, all of the tested solid-state
breakers—and all but one of the thermal-magnetic breakers—tripped within the
tolerances shown on the manufacturer’s time-current curve. The exception was the
thermal-magnetic 50 A-2P breaker which, when subjected to an overload of 150

percent above its continuous current rating and THDs of 50 percent and 125 percent,
took longer to trip than specified by the manufacturer’s data. For each THD test level,
the 50 A-2P breaker took 484.48 and 525.71 seconds, respectively. These results for
this one circuit breaker fall outside the manufacturer’s trip-time specifications by
about 20 percent and 30 percent, respectively.
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Magnetic-only Circuit Breakers 'l:able 8. NEMA standard for automatic trippipg
time at 200 percent of the marked current rating.
] Current Maximum Time To
The magnetic-only circuit breakers failed (in Amperes) Trip (in Seconds)
to trip most of the time in the presence of 0-30 120
varying harmonic currents and sustained 31.50 240
overload. The comparison between the es- 51 - 100 360
tablished manufacturer’s trip time and the 101 - 150 480
measured data is shown in Tables 6 and 7. 151 - 225 600
The 30A-3P rating, when tested for more 296 - 400 720
than 30 minutes under varying harmonic 401 - 600 840
current loads and continuous current over- 601 - 800 1080
loads, failed to trip even after smoke 801 - 1000 1200
started to come out of the molded case. 1001 - 1200 1440
The test for this particular circuit breaker 1201 - 1600 1560
was aborted to avoid a possible fire. 1601 - 2000 1680
Over 2000 1800

Source: NEMA Standard Pub. No. AB-1-9-1989.
Interpretation of Results

Applicability of Industry Literature

Manufacturer’s literature and industry standards are not clear on the effects of
harmonic loads on circuit breakers. Specific, controlled test data on circuit breakers
operating under harmonic loads are not available from major component manufac-
turers or testing laboratories. Furthermore, there currently are no industry standards
for the level of harmonic currents that circuit breakers are required to interrupt or to
carry. Nevertheless, some available industry publications offer insight into the results
of this experiment.

Effects of harmonics have been discussed in several standards and technical publi-
cations (e.g., IEEE 519-1992; UL 489; General Electric GET-2779J 1092 BL; Square
D Class 601 and Class 602). The GE publication notes different effects that occur at
frequencies above 60 Hz—one effect in thermal-magnetic breakers and one in mag-
netic-only breakers. In thermal-magnetic devices, the bimetal element that provides
overload protection responds accurately to harmonic currents. However, the instan-
taneous-trip element in magnetic-only breakers—a solenoid constructed of copper and
steel—becomes hot. This raises the temperature of the breaker, which in turn reduces
the continuous-current rating of the device. The instantaneous-trip solenoid becomes
hot because of the nature of its construction and materials. In addition to adding heat
to the breaker, the solenoid does not respond to the current correctly. The higher the
harmonic frequencies, the less accurate is the response. At nominal system




28 USACERL TR 96/13

frequencies less than 50 Hz but greater than direct current, solid-state trip devices
become inoperative due to sensor saturation. Thermal-trip devices remain accurate,
but instantaneous-trip solenoids lose accuracy. Square D Class 602 publication
(Electronic Trip Molded Case Circuit Breakers) states that harmonically distorted
waveforms do not adversely affect rms-sensing devices. The enhanced accuracy of rms
sensing results in a more accurate representation of the harmonic heating effects on

the system.

Under harmonic conditions, the three types of circuit breakers tested in this study
responded as described above.

The Role of Circuit Breaker Construction

The fundamental circuit breakers are thermal-magnetic in tripping action. The cur-
rent path within the breaker is through a bimetallic strip; the electrical resistance of
the bimetal produces heat, which causes the bimetal to bend until it moves far enough
to unlatch the mechanism and allow the breaker to trip open (Figure 10). For high-
fault currents, however, this thermal action is too slow. To respond to high-fault cur-
rents a solenoid magnet—also in the current path within the breaker—attracts a mag-
netic armature to unlatch and trip the breaker. This magnetic tripping mechanism
is illustrated in Figure 11. The thermal action provides inverse time response. That
is, a small overload takes a long time to heat the bimetal and trip the breaker. As the
overload increases, the heating and tripping time is reduced. The larger the current,
the shorter the tripping time, until the current reaches the setting of the magnetic trip.

Magnetic trip response is instantaneous; it either trips without delay or does not trip
at all. The result is shown in the time-trip curve for a typical instantaneous magnetic-

JAANRRRTANVARANARARRRNARRARARRANN w

Current I (@) | Electrical Current Electrical

Out T Contacts Out T Contacts
BTmetalIic Spring ~ Currentin Bimetallic Spring  cyrrent In
Strip Strip

Figure 10. Bimetal thermal-trip mechanism.
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Figure 11. Instantaneous magnetic-trip mechanism.

trip mechanism used in molded-case circuit breakers (see Figure 12). The actual

inverse time overcurrent portion of the trip curve can fall anywhere between the

maximum and minimum tolerance limits shown, because friction between the bimetal

and trip latch may vary, and because of manufacturing tolerances. The instantaneous

pickup tolerances are given for high and low limits. When instantaneous tripping

occurs, total clearing time can be up to a maximum of about one cycle, with a minimum
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Figure 12. Time-current curve for magnetic-only trip element.
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dependent on the breaker physical inertia, and the current and voltage to be inter-
rupted. The tripping characteristic for overcurrent protection is designed toprovide
continuity of power as long as feasible without damaging the insulation on conductors.

As the breaker contacts part, an arc is established. The fast-moving contacts stretch
the arc, moving it by thermal and magnetic forces into the arc chute, where plates
divide the arc into multiple segments and cool the ionized gases. The first time the
alternating current wave reaches zero, the arc is extinguished. The entire process
takes about a half-cycle. This deionizing principle governs the operations of all
molded-case breakers. Thermal-magnetic circuit breakers are available in continuous
rating from 15 A-1P up to 2500 A-3P (or larger). However, in frames (standard
physical size categories) that accommodate over 1200 A, the solid-state trip unit has
almost completely replaced the thermal-magnetic trip. In frames 400 A to 1200 A,
solid-state trips and thermal-magnetic trips are both common.

Solid-state circuit breakers typically consist of a current transformer for each phase,
printed circuit board, and a shunt trip. The transformers monitor current and reduce
it to the required ratio for direct input into the printed circuit board. The circuit board
interprets current flow information, makes trip decisions based on predetermined
parameters, and signals the shunt trip unit to trip the breaker. The microprocessor-
based solid-state circuit breaker works by directly measuring the true rms content of
the current flowing through the circuit breaker. This is accomplished by micro-
processor digital sampling techniques. Sampling techniques are designed to measure
the rms magnitude of the current waveform up to several times (e.g., 27 to 33 times)
per cycle on a 60 Hz system as the current flows through the circuit breaker. After
sampling the waveform of each cycle, the microprocessor logic calculates the true rms
current flowing through the circuit breaker. This technology provides a very accurate
computation of the harmonic content in the system, so the microprocessor-based trip
unit provides a more realistic view of the conditions in a particular circuit. Also, rms
sensing correlates better with the thermal characteristics of conductors and equipment
—a key issue in circuit protection. In a typical microprocessor-based breaker, its
digital trip unit action, as shown in Figure 13, begins with analog inputs that are
transmitted simultaneously to an analog-to-digital converter. The converted data are
then sent to a computer chip within a central processing unit. There the data are con-
tinuously scanned and updated. Based on real-time in situ input, as opposed to a pre-
determined set of parameters such as time and current, the processor decides whether
to initiate the trip signal to the shunt trip. The trip curve for a solid-state circuit
breaker (Figure 14) actually is described as a band rather than a curve. Adjustability
of the trip unit allows movement of its trip curve in the horizontal and vertical
directions. A solid-state trip unit can be adjusted to actually change the shape of the
trip curve.
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Figure 13. Schematic of a solid state circuit breaker.
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Figure 14. Typical solid-state trip time-current curve.
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4 Conclusions and Recommendations

Conclusions

No nuisance tripping was detected for any of the circuit breakers subjected to the
experimental overload and harmonic conditions. However, this experiment has shown
that the tripping of different types of circuit breakers may vary under harmonic
loading conditions:

e All tested solid-state circuit breakers performed within the manufacturer’s speci-
fications for linear loads.

. All of the tested thermal-magnetic circuit breakers tripped under the
experimental loading conditions, but the 50 A-2P took about 20 to 30 percent
longer to trip than specified in the manufacturer’s tolerances for linear loads.

. The magnetic-only circuit breakers failed to trip under harmonic loads where the
rms current exceeded the breaker’s low trip set point, and one specimen pre-
sented a fire hazard.

Even in the absence of industry literature directly pertaining to the effects of harmonic
loads on circuit breakers, a review of other related literature indicates that each type
of circuit breaker has inherent design characteristics that can plausibly explain the
observed experimental results:

. Solid-state breakers use a microprocessor-based true-rms sensor, which responds
quickly and accurately to the actual conditions within a circuit or equipment.

i Thermal-magnetic breakers use a bimetal heat-sensing element that responds
accurately to molded-case temperature increases regardless of whether the
magnetic instantaneous-trip element works under the same circuit conditions.

. The magnetic-only breakers use a copper/steel solenoid that tends to overheat
under moderate overloading conditions as harmonics increase, raising case
temperature and preventing the trip-mechanism from working.
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Recommendations
On existing electrical systems, the following practices are recommended:

o A comprehensive inspection of all magnetic-only circuit breakers should be con-
ducted to ensure that they are not loaded with harmonics-generating equipment.

. If harmonic loads are present, ensure that protection on current overload is
provided, such as overload relays or heaters in combination starters.

° Monitor any unusual temperature rises found on circuit breakers operating
under normal loading conditions.

. Immediately address any measured temperature rise that exceeds the manu-
facturer’s specifications; failure to do so could result in fire, or damage to con-
ductors, insulation, or loads.

i Consider installing harmonics-mitigating devices to reduce the amount of har-
monics introduced into circuit breakers.

To reduce harmonics-related temperature rise in molded case circuit breakers, both
in existing and new systems, it is recommended that the DPW maintain compliance
with the National Electrical Code pertaining to the applicable derating factors.

On new systems, it is recommended that the designer consider the amount of har-
monics potentially generated by the planned load and apply a properly specified miti-
gating device, or specify equipment with a built-in capability to limit harmonics.
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